IT IS THE VENDOR'S RESPONSIBILITY TO
CHECK FOR ADDENDA PRIOR TO SUBMITTING PROPOSALS

NOTICE TO BIDDERS
SPECIFICATION NO.04-216

The City of Lincoln, NE intends to enter into a contract and invites you to submit a sedled bid for:

Submersible Wastewater Non-Clog Pumps
3lst Street Lift Station

Sealed bids will be received by the City of Lincoln, Nebraska on or before 12:00 noon Wednesday,
August 25, 2004 in the office of the Purchasing Agent, Suite 200, K Street Complex, Southwest Wing,
440 South 8th Street, Lincoln, Nebraska 68508. Bids will be publicly opened and read at the K Street
Complex.

Bidders should take caution if U.S. mail or mail delivery services are used for the submission of bids.
Mailing should be made in sufficient time for bidsto arrive inthe Purchasing Divison, prior to the time and
date specified above. Bids may be downloaded from the City’s website at www.lincoln.ne.gov
Prospective bidders must monitor the bid listing for any addendums




BID PROPOSAL
SPECIFICATION NO. 04-216
BID OPENING TIME: 12:00 NOON DATE: Wednesday, August 25, 2004

The undersigned, having full knowledge of the requirements of the City of Lincoln for the below listed phases and the
contract documents (which include Notice, Instructions, this Proposal, Specifications, Contract, and any and all
addenda) and all other conditions of the Proposal, agrees to enter into a contract with the City the below listed fees for
the performance of this Specification, complete in every respect, in strict accordance with the contract documents at
and for fees listed below.

ADDENDA RECEIPT: The receipt of addenda to the specification numbers through ___are herebyacknowledged. Failure
of any submitter to receive any addendum or interpretation of the specifications shall not relieve the submitter from any
obligations specified in the request. All addenda shall become part of the final contract document.

ITEM Description QTY Unit cost Total Cost
1. Submersible Wastewater Non-Clog Pump 2 $ $
MAKE MODEL

NO BID SECURITY REQUIRED

AFFIRMATIVE ACTION PROGRAM: Successful bidderwill be required to comply with the provisionsof the City's Affirmative Action Policy (Contract
Compliance, Sec. 1.16). The Equal Opportunity Officer will determine compliance or non-compliance with the City's policy upon a complete and
substantial review of successful bidder's equal opportunity policies, procedures and practices.

The undersigned signatory for the bidder represents and warrants that he has full and complete authority to submit this proposal to the City, and
to enter into a contract if this proposal is accepted.

RETURN 2 COMPLETE COPIES OF PROPOSAL AND SUPPORTING MATERIAL.
MARK OUTSIDE OF BID ENVELOPE: SEALED BID FOR SPEC. 04-216

COMPANY NAME BY (Signature)

STREET ADDRESS or P.O. BOX (Print Name)

CITY, STATE ZIP CODE (Title)

TELEPHONE No. FAX No. (Date)

EMPLOYER'S FEDERAL I.D. NO. ESTIMATED DELIVERY DAYS

OR SOCIAL SECURITY NUMBER

E-MAIL ADDRESS TERMS OF PAYMENT

Bids may be inspected in the Purchasing Division offices during normal business hours, after tabulation by the purchasing agent. If you desire a
copy of the bid tabulation to be mailed to you, you must enclose a self-addressed stamped envelope with yourbidding documents. Bid tabulations
can also be viewed on our website at: lincoln.ne.gov Keyword: Bid




1.0

2.0

3.0

Generd

11

1.2

Specifications
For
Submersible Wastewater Non-Clog Pumps
31st Street Lift Station

Supplier shdl furnishtwo (2) heavy duty, dry pit mount, non-clog, submersible wastewater
pumps, as per the requirements and specifications described herein.

Acceptable manufacturer shdl be ITT FHygt, Mode NT3202.180 withimpeller code 614

Pump Operating Requirements and Conditions

2.1  Each submersible pump shdl be szed by the manufacturer for aflow rate of 4000 GPM
@ 40.6 TDH.
2.1.1 Anadditiond point on the same curve shdl be 4600 GPM @ 34 TDH.

2.2 Each pump gl be equipped with an 60 HP submersible electric motor as per the
specifications described under that section for operation on 460 valts, 3 phase, 60 hertz,
4 wire service. Maximum operating speed shall not exceed 1200 RPM.

2.3  Eachpump/motor shdl be equipped with40 feet of submersible cable (SUBCAB) suitable
for submersible pump applications.
2.3.1 Thepower cable shdl be sized according to NEC and | CEA standardsand have

P-MSHA Approval.

24  Each pump ddl be supplied with a cast iron suction flange of 16 inch and cast iron
discharge flange of 12" connection.

Pump Design and Congtruction

3.1  Magor pump componentsshdl be of grey cast iron, ASTM A-48, Class 35B, withsmooth
surfaces devoid of blow holes or other irregularities.

3.2  All exposed nuts or bolts shdl be AlS type 304 stainless sted construction.

3.3  Allmetd surfaces coming into contact withthe pumpage, other than dainless steel or brass,

shdll be protected by afactory applied spray coating of acrylic dispersion zinc phosphate
primer with a polyester resin paint finish on the exterior of the pump.



4.0

5.0

34

3.5  Critica mating surfaces where watertight sedling is required shdl be machined and fitted
with Nitrile rubber O-rings.
3.6  Hittings will be the result of controlled compression of rubber O-ringsin two planes and
O-ring contact of four Sdes without the requirement of a specific torque limit.
3.7  Rectangular crosssectioned gasketsrequiring Soecific torque limitsto achieve compression
shall not be considered as adequate or equal.
3.8  No secondary seding compounds, dliptical O-rings, grease or other devicesshdl be used.
Cooling System
4.1  Eachunit shdl be provided with an integral motor cooling system.
4.1.1 A motor cooling jacket shdl encircle the stator housing, providing for dissipation
of motor heet regardless of the type of pump ingtallation.
4.1.2 Animpdler, integrd to the cooling system and driven by the pump shaft, shdl
provide the necessary circulation of the cooling liquid trough the jacket.
4.1.3 Thecooling liquid shal pass about the stator housing in the closed loop sysem in
turbulent flow providing for superior heat transfer.
4.2  Thecodlingsystemshdl have onefill port and one drain port integrd to the cooling jacket.
4.3  The codling system shdl provide for continuous pump operation in liquid or ambient
temperatures of up to 104°F. (40°C.).
4.4  Fans, blowersor auxiliary cooling systems that are mounted externd to the pump motor
are not acceptable.
Cable Entry Sed
51 The cable entry sed design shdl preclude specific torque requirements to insure a
watertight and submersible sedl.
5.2  Thecableentry shdl consst of asngle cylindrica € astomer grommet, flanked by washers,

Seding design shdl incorporate metal-to-meta contact between machined surfaces.

dl having a close tolerance fit againg the cable outside diameter and the entry insde
diameter and compressed by the body containing astrain relief function, separate fromthe
function of seding the cable.



6.0

5.3

Motor

6.1

6.2

6.3

6.4

6.5

6.6

6.7

6.8

6.9

6.10

6.11

5.2.1 Theassembly shdl provide ease of changing the cable when necessary using the
same entry sedl.

The cable entry junction chamber and motor shdl be separated by a stator lead sedling
gand or termind board, whichshdl isolate the interior fromforeign materia ganing access
through the pump top.

5.3.1 Epoxies, slicones, or other secondary seding systems shdl not be considered
acceptable.

The pump motor shdl be a NEMA B desgn, induction type with asquirre cage rotor,
shell type design, housed in an air filled, watertight chamber.

The stator windings shal be insulated with moisture resistant Class H insulation rated for
1800C (3560F).

The stator shdl be insulated by the trickle impregnation method usng ClassH monomer-
free polyester resin resulting in awinding fill factor of at least 95%.

The gtator shal be heat-shrink fitted into the cast iron stator housing.
The use of multiple step dip and bake-type stator insulation process is not acceptable.

The useof balts, pins or other fastening devicesrequiring penetration of the stator housing
IS not acceptable.

The motor shdl be designed for continuous duty handling pumped media of 40°C (104°F)
and capable of up to 15 evenly spaced starts per hour.

The rotor bars and short circuit rings shdl be made of cast duminum.

Thermd switches set to openat 125°C (260°F) shdl be embedded in the stator lead coils
to monitor the temperature of each phase winding.

6.9.1 These thermd switches shadl be used in conjunction with and supplementd to
externa motor overload protection and shal be connected to the control pand.

The junction chamber containing the termind board, shdl be hermeticaly sedled from the
motor by an eastomer compression sedl.

Connection between the cable conductors and stator leads shdl be made with threaded
compression type binding posts permanently affixed to atermina board.



7.0

8.0

9.0

6.12 The motor and the pump shall be produced by the same manufacturer.

6.13 The combined service factor (combined effect of voltage, frequency and specific gravity)
shdl be aminimum of 1.15.

6.14 The motor shal have avoltage tolerance of plus or minus 10%.

6.15 The motor shdl be designed for operation up to 40°C (104°F) ambient and with a
temperature rise not to exceed 80°C.

6.16 A peformancechart shdl be provided showing curves for torque, current, power factor,
input/output KW and efficiency.
6.16.1 Performance chart shdl aso include data on starting and no-load characteristics.

Power Cable

7.1  The power cable shal be sized according to the NEC and ICEA standards and shall be
of sufficient length to reach the junction box without the need of any splices,

7.2  Theouter jacket of the cable shdl be oil resistant chloroprene rubber.

7.3 Themotor and cable shdl be capable of continuous submergence underwater without loss
of watertight integrity to a depth of 65 feet.

Bearings

8.1  Motor bearings shdl be permanently grease |ubricated.

8.2  The upper bearing shdl be asingle deep groove ball bearing.

8.3  The lower bearing shdl be a two row angular contact bearing to compensate for axia
thrust and radial forces.
8.3.1 Singlerow lower bearings are not acceptable.

84  MinimumL 10 Bearing Life shdl be 50,000 hours at any usable portion of the pump curve.

Mechanica Sedl

9.1  Eachpump shdl be provided withatandemmechanica shaft seal system congsting of two

totaly independent sed assemblies.



10.0

9.2  Thesedssdl operateinanlubricant reservoir that hydrodynamicaly lubricatesthe lapped
sedl faces at a congtant rate.

9.3  Thelower, primary sed unit, located between the pump and the lubricant chamber, shall
contain one stationary and one positively driven rotating, corrosion resistant tungsten-
carbidering.

9.4  The upper, secondary sed unit, located between the lubricant chamber and the motor
housing, shdl contain one stationary and one positively driven rotating, corrosion resistant
tungsten-carbide sedl ring.

9.5  Eachsed interfaceshdl be hdd incontact by itsown spring system. The seds shdl require
neither maintenance nor adjustment nor depend on direction of rotation for seding.

9.6  Each pump shdl be provided with an lubricant chamber for the shaft seding system.

9.7  The lubricant chamber shdl be designed to prevent overfilling and to provide lubricant
expansion capacity.

9.8  Thedrain and ingpection plug, with positive anti-lesk sed shdl be easily accessible from
the outside.

9.9 Thesed system shdl not rely upon the pumped mediafor [ubrication.

9.9.1 Themotor shdl be able to operate dry without damage while pumping under load.

9.10 Theareaabout the exterior of the lower mechanica seal inthe cast ironhousing shdl have
cast in anintegra concentric spira groove. This groove shall protect the sed's by causing
abrasve particulate entering the seal cavity to be forced out away from the sedl due to
centrifugd action.

9.11 A separate sed leakage chamber shdl be provided so that any leskage that may occur
past the upper, secondary mechanica sedl will be captured prior to entry into the motor
stator housing. Such seal leskage shdl not contaminate the motor lower bearing. The
leakage chamber shdl be equipped with afloat type switchthat will Sgnd if the chamber
should reach 50% capacity.

9.12 Sed Iubricant shal be FDA Approved, nontoxic.

Pump Shaft

10.1  Pump and motor shaft shal be the same unit.

10.2  The pump shaft is an extension of the motor shaft.



11.0

12.0

13.0

10.3  Shaft shdl be AlSl type 431 dainless Sed.

10.4  Pump couplings shdl not be acceptable.

N Pump Impeller

11.1  Pump impelers shdl be of gray cast iron, Class 35B, dynamically baanced, semi-open,
multi-vane, back-swept, non-clog design.

11.2 Theimpdler vane leading edgesshdl be mechanicaly sdf-cleaned upon each rotation as
they pass across a spiral groove located on the volute suctionwhich shdl keep themclear
of debris, maintaining an unobstructed leading edge.

11.3 Theimpdler(s) vanes shdl have screw-shaped leading edges that are hardened to Rc 45
and dhdl be capable of handling solids, fibrous materids, heavy dudge and other matter
found in waste water.

11.4 Theimpeler inlet shal be screw shaped to provide an inducing effect for the handling of
dudge and rag-laden wastewater.

11.5 Theimpeler to volute clearance shdl be readily adjustable by the means of agngletrim
screw.

11.6 The impdler shdl be locked to the shaft, hdd by an impdler bolt and treated with a

corroson inhibitor.

N Pump Volute Bottom / Insert Ring

121

12.2

12.3

124

The pump volute shdl be of A48 Class 35B gray cast iron and shdl have (an) integra
spiral shaped cast groove(s) at the suction of the volute.

Theinternd volute bottom or insert ring shal provide effective seding between the pump
volute and the multi-vane, semi-open impeller.

The sharp spird groove(s) shdl provide the shearing edge(s) across which each impeller

vane leading edge shdl cross during itsrotation in order to remain unobstructed.

The clearance between the interna volute bottom and the impeller leading edges shdl be
adjustable.

Protection

131

All gators shdl incorporate therma switches in series to monitor the temperature of each
phase winding.



13.2 Thethermd switchesshdl open at 125°C (260°F), stop the motor and activateandarm.

13.3 Each pump shdl be equipped with a (FLS) Float Leakage Sensor to detect water in the
stator chamber.

13.4 TheHoat Leakage Sensor (FLS) whenactivated, shdl stop the motor and send an darm
both local and/or remote.

13,5 Thethermd switchesand FLS dhdl be connected to a Mini CAS (Control and Status)
monitoring unit mounted in the control pand.

140 Teding
14.1 Teding of each pump shdl be performed and include the following inspections.

14.1.1 Impeller, motor rating and electrica connections shall be checked for compliance
with this specification.

14.1.2 Each pump shdl be run dry to establish correct rotation.

14.1.3 Motor and cable insulation shall be tested for moisture content or
insulation defects.

14.2  Awrittenqudityassurancerecord confirming the above testing/ingpections shdl besupplied
with each pump at the time of shipment.

15.0 Start-Up Service
15.1 The equipment manufacturer shdl furnish the services of a qudified factory trained field
serviceengineer for 8-hour working day(s) at the Steto inspect the ingdlationand ingtruct

the owner's personnel on the operation and maintenance of the pumping units.

15.2  After the pumps have been completdly inddled and wired, the following startup services
shdl be performed:

15.2.1 Megger stator and power cables.
15.2.2 Check sedl lubrication.

15.2.3 Check for proper rotation.
15.2.4 Check power supply voltage.

15.2.5 Measure motor operating load and no load current.



15.3 During this initid inspection, the manufecturer's service representative shal review
recommended operation and maintenance procedures with the owner's personnel.

16.0 Waranty
16.1 Five(5) year 10,000 hour manufacturers warranty. (See Attached)

16.2 The warranty shdl be in printed form and previoudy published as the manufacturer's
gandard warranty for dl smilar units manufactured.

17.0 Operaion and Maintenance Information

17.1 Three (3) sets of O& M manuds specific to the pump modd supplied shal accompany
ddivery of the equipment.

17.2 O&M manud information shal consist of generd operating ingruction,
recommended spare parts, recommended maintenance, trouble shooting guides, and
exploded part assembly views specific to the pump modd supplied.

17.3  Supplier shal supply amanufacturers pump performance curve specific to the pump model
supplied.

18.0 Ddivery Information and Contact

18.1 Contact Mr. Steve Crider, telephone number 402-441-7966 with any technicd questions
regarding this request.

18.2 Shipping address is as follows. City of Lincoln, Theresa Street Wastewater Treatment
Facility, 2400 Theresa Street, Lincoln, Ne. 68521.



| NSTRUCTI ONS TO BI DDERS

C TY OF LI NCOLN, NEBRASKA
PURCHASI NG DI VI SI ON

1. BIDDING PROCEDURE

2.

1.1

1.2

1.3

1.4

1.5

1.6

1.7

1.8

Bidder shall submit two (2) complete sets of the bid documents
and all supporting material. All appropriate blanks shall be
completed. Any interlineation, alteration or erasure on the
specification document shall be initialed by the signer of the bid.
Bidder shall not change the proposal form nor make additional
stipulations on the specification document. Any amplified or
qualifying information shall be on the bidder'sletterhead and firmly
attached to the specification document.

Bid prices shall be submitted on the Proposal Form included in the
bid document.

Bidders may submit a bid on an "all or none" or "lump sum" basis,
but should also submit a quotation on an item-by-item basis.
Bidding documents shall be clearly marked indicating the kind of
proposal being submitted.

Each bid must be legibly printed in ink or by typewriter, include the
full name, business address, and telephone number of the bidder;
and be signed in ink by the bidder.

A bid by a firm or organization other than a corporation must
include the name and address of each member.

A bid by a corporation must be signed in the name of such
corporation by a duly authorized official thereof.

Any person signing a bid for a firm, corporation, or other
organization must show evidence of his authority so to bind such
firm, corporation, or organization.

Bids received after the time and date established for receiving bids
will be rejected.

BIDDER'S SECURITY

2.1

2.2

2.3

2.4

2.5

Bid security, as a guarantee of good faith, in the form of a certified

check, cashier's check, or bidder's bond, may be required to be

submitted with this bid document, as indicated of the Proposal

Form.

If alternate bids are submitted, only one bid security will be

required, provided the bid security is based on the amount of the

highest gross bid.

Such bid security will be returned to the unsuccessful bidders

when the award of bid is made.

Bid security will be returned to the successful bidder(s) as

follows:

2.4.1 For single order bids with specified quantities: upon the
delivery of all equipment or merchandise, and upon final
acceptance by the City.

2.4.2 For all other contracts: upon approval by the City of the
executed contract and bonds.

City shall have the right to retain the bid security of bidders to

whom an award is being considered until either:

2.5.1 A contract has been executed and bonds have been

furnished.

2.5.2 The specified time has elapsed so that the bids may be
withdrawn.

2.5.3 All bids have been rejected.

2.6

Bid security will be forfeited to the City as full liquidated damages, but
not as a penalty, for any of the following reasons, as pertains to this

specification document:

2.6.1 |Ifthebidderfailsto deliverthe equipment ormerchandise in full
compliance with the accepted proposal and specifications.
2.6.2 If the bidder fails or refuses to enter into a contract on forms

provided by the City, and/or if the bidder fails to provide
sufficient bonds or insurance within the time period as
established in this specification document.

3. EQUAL OPPORTUNITY

3.1

3.2

3.3

Each bidder agrees that it will not discriminate against any employee
or applicant for employment because of race, color, religion, sex,
national origin, ancestry, disability, age, or marital status. Bidder shall
fully comply with the provisions of Chapter 11.08 of the Lincoln
Municipal Code.

Successful bidder will be required to comply with the provisions of the
City's Affirmative Action Policy (Contract Compliance, Sec. 1.16).

The Equal Opportunity Officer will determine compliance or non-
compliance with the City's Affirmative Action Policy upon a complete
review of successful

and substantial bidder's equal opportunity

policies, procedures and practices.

4. DATA PRIVACY

4.1

4.2

Bidder agrees to abide by all applicable State and Federal laws and
regulations concerning the handling and disclosure of private and
confidential information concerning individuals and corporations as to
inventions, copyrights, patents and patent rights.

The bidder agrees to hold the City harmless from any claims resulting
from the bidder's unlawful disclosure or use of private or confidential

information.

5. BIDDER'S REPRESENTATION

5.1

5.2

Each bidderby signing and submitting a bid, represents that the bidder
has read and understands the specification documents, and the bid
has been made in accordance therewith.

Each bidder for services further represents that the bidder is familiar
with the local conditions under which the work is to be done and has
correlated the observations with the requirements of the bid

documents.

6. INDEPENDENT PRICE DETERMINATION

6.1

By signing and submitting this bid, the bidder certifies that the prices
in this bid have been arrived at independently, without consultation,
communication or agreement, for the purpose of restricting
competition, as to any matter relating to such prices with any other
bidder or with any competitor; unless otherwise required by law, the
prices which have been quoted in this bid have not been knowingly
disclosed by the bidder prior to bid opening directlyor indirectly to any
otherbidderorto any competitor; no attempt has been made, orwill be
made, by the bidder to induce any person or firm to submit, or not to

submit, a bid for the purpose of restricting competition.



7. CLARIFICATION OF SPECIFICATION DOCUMENTS

7.1

7.2

7.3

7.4

Bidders shall promptly notify the Purchasing Agent of any
ambiguity, inconsistency or error which they may discover upon
examination of the specification documents.

Bidders desiring clarification or interpretation of the specification
documents shall make a written request which must reach the
Purchasing Agent at least seven (7) calendar days prior to the
date and time for receipt of bids.

Interpretations, corrections and changes made to the specification
documents will be made by written addenda.

Oral interpretations or changes to the Specification Documents
made in any other manner, will not be binding on the City; and
bidders shall not rely upon such interpretations or changes.

8. ADDENDA

8.1

8.2

8.3

8.4

8.5

Addenda are written instruments issued by the City prior to the
date for receipt of bids which modify or interpret the specification
document by addition, deletion, clarification or correction.
Addenda will be mailed or delivered to all who are known by the
City to have received a complete set of specification documents.
Copies of addenda will be made available for inspection at the
office of the Purchasing Agent.

No addendum will be issued later than forty-eight (48) hours prior
to the date and time for receipt of bids, except an addendum
withdrawing the invitation to bid, or an addendum which includes
postponement of the bid.

Bidders shall ascertain prior to submitting their bid that they have
received all addenda issued, and they shall acknowledge receipt
of addenda on the proposal form.

9. ANTI-LOBBYING PROVISION

9.1

During the period between the bid close date and the contract
award, bidders, including their agents and representatives, shall
not directly discuss or promote their bid with any member of the
City Council or City Staff except in the course of City-sponsored
inquiries, briefings, interviews, or presentations, unless requested
by the City.

10. BRAND NAMES

10.1

10.2

10.3

Wherever in the specifications or proposal form brand names,
manufacturer, trade name, or catalog numbers are specified, it is
for the purpose of establishing a grade or quality of material only;
and the term "or equal" is deemed to follow.

It is the bidder's responsibility to identify any alternate items
offered in the bid, and prove to the satisfaction of the City that said
item is equal to, or better than, the product specified.

Bids for alternate items shall be stated in the appropriate brand on
the proposal form, or if the proposal form does not contain blanks
for alternates, bidder MUST attach to the specification documents
on Company letterhead a statement identifying the manufacturer
and brand name of each proposed alternate, plus a complete
description of the alternate items including illustrations,
performance test data and any other information necessary for an

evaluation. The bidder must indicate any variances by item number

10.4

from the specification document no matter how slight. Bidder must

fully explain the variances from the specification document, since
brochure information may not be sufficient.
If variations are not stated in the proposal, it will be assumed that the

item being bid fully complies with the City's specifications.

11. DEMONSTRATIONS/SAMPLES

11.1

11.2

11.3

11.4

Bidders shall demonstrate the exact item(s) proposed within seven (7)
calendar days from receipt of such request from the City.

Such demonstration can be at the City delivery location or a
surrounding community.

If bidder does not have an item in the area, it will be at the bidder's
expense to send appropriate City personnel to the nearest location to
view and inspect proposed item(s).

If items are small and malleable, and the bidder is proposing an
alternate product, the bidder MUST supply a sample of the exact item.
Samples will be returned at bidder's expense after receipt by the City
of acceptable goods. Bidders must indicate how samples are to be
returned.

12. DELIVERY

12.1

12.2

12.3

Each bidder shall state on his proposal form the date upon which he
can make delivery of all equipment or merchandise. Time required for
delivery is hereby made an essential element of the bid.

The City reserves the right to cancel orders, or any part thereof,
without obligation, if delivery is not made within the time(s) specified
on the proposal form.

All bids shall be based upon inside delivery of the equipment or
merchandise F.O.B. the City at the location specified by the City, with
all transportation charges paid.

13. WARRANTIES, GUARANTEES AND MAINTENANCE

13.1

13.2

13.3

Copies of the following documents must accompany the bid proposal
for all items being bid:

13.1.1 Manufacturer's warranties and/or guarantees.

13.1.2 Bidder's maintenance policies and associated costs.

As a minimum requirement of the City, the bidder will guarantee in
writing that any defective components discovered within a one (1)
year period after the date of acceptance shall be replaced at no
expense to the City. Replacement parts of defective components shall
be shipped at no cost to the City. Shipping costs for defective parts
required to be returned to the bidder shall be paid by the bidder.
Bidder Warrants and represents to the City that all software/firmware/
hardware/equipment /systems developed, distributed, installed or
programmed by Bidder pursuant to this Specification and Agreement.
13.3.1 That all the

software/firmware/hardware/equipment/system will include

date recognition and processing by
the four-digit-year format and will correctly recognize and
process the date of February 29, and any related data, during
Leap years; and

13.3.2 That all date sorting by the software /firmware/hardware/

equipment/system that includes a “year category” shall be

done based on the four-digit-year format. Upon being notified

in writing by the City of the failure of any software/ firmware/



this
Specification and Agreement, Contractor will, within 60

hardware /equipment /systems to comply with
days and at no cost to the City, replace or correct the non-
complying software/ firmware/ hardware/ equipment/
systems with software/firmware/ hardware/equipment/

systems that does comply with this Specification and

Agreement.

13.3.3 No Disclaimers: The warranties and representations set
forth in this section 13.3 shall not be subject to any
disclaimer or exclusion of warranties or to any limitations
of Licensor's and

liability under this Specification

Agreement.

14. ACCEPTANCE OF MATERIAL

15.

14.1

14.2

14.3

14.4

14.5

All components used in the manufacture or construction of

materials, suppliesand equipment, and all finished materials, shall

be new, the latest make/model, of the best quality, and the highest

grade workmanship.

Material delivered under this proposal shall remain the property of

the bidder until:

14.2.1 A physical inspection and actual usage of this material is
made and found to be acceptable to the City; and

14.2.2 Material is determined to be in full compliance with the
specifications and accepted proposal.

In the event the delivered material is found to be defective or does

not conform to the specification documents and accepted

proposal, then the City reserves the right to cancel the order upon

written notice to the bidder and return materials to the bidder at

bidder's expense.

Successful bidder shall be required to furnish title to the material,

free and clear of all liens and encumbrances, issued in the name

of the City of Lincoln, Nebraska, as required by the specification

documents or purchase orders.

Selling dealer's advertising decals, stickers or other signs shall not

be affixed to equipment. Vehicle mud flaps shall be installed blank

side out with no advertisements. Manufacturer's standard

production forgings, stampings, nameplates and logos are

acceptable.

BID EVALUATION AND AWARD

15.1

15.2

15.3

15.4

15.5

The signed bid proposal shall be considered an offer on the part
of the bidder.
issuance by

Such offer shall be deemed accepted upon
the City of
notifications, or other contract documents appropriate to the work.
No bid shall be modified or withdrawn for a period of ninety (90)

purchase orders, contract award

calendar days after the time and date established for receiving
bids, and each bidder so agrees in submitting the bid.

In case of a discrepancy between the unit prices and their
extensions, the unit prices shall govern.

The bid will be awarded to the lowest responsive, responsible
bidder whose proposal will be most advantageous to the City, and
as the City deems will best serve their requirements.

The City reserves the right to accept or reject any or all bids; to
request rebids; to award bids item-by-item, by groups, or "lump
sum"; to waive irregularities and technicalities in bids; such as
shall best serve the requirements and interests of the City.

16. INDEMNIFICATION

16.1

16.2

The bidder shall indemnify and hold harmless the City, its members, its
officers and employees from and against all claims, damages, losses,
and expenses, including, but not limited to attorney's fees arising out
of or resulting from the performance of the contract, provided that any
such claim, damage, loss or expense is attributable to bodily injury,
sickness, disease or death, or to injury to or destruction of tangible
property other than goods, materials and equipment furnished under
this contract) including the loss or use resulting therefrom; is caused
in whole or part by any negligent act or omission of the bidder, any
subcontractor, or anyone directly or indirectly employed by any one of
them or anyone for whose acts made by any of them may be liable,
regardless of whether or not it is caused by a party indemnified
hereunder.

In any and all claims against the City or any of its members, officers or
employees by an employee of the bidder, any subcontractor, anyone
directly or indirectly employed by any of them or by anyone for whose
actsmade by any of them may be liable, the indemnification obligation
under paragraph 16.1 shall not be limited in any way by any limitation
of the amount or type of damages, compensation or benefits payable
by or for the bidder or any subcontractor under worker's or

workmen's compensation acts, disability benefit acts or other

employee benefit acts.

17. TERMS OF PAYMENT

17.1

18. LAWS

18.1

Unless other specification provisions state otherwise, payment in full
will be made by the City within thirty (30) calendar days after all labor
has been performed and all equipment or other merchandise hasbeen
delivered, and all such labor and equipment and other materials have
met all contract specifications.

The Laws of the State of Nebraska shall govern the rights, obligations,

and remedies of the Parties under this proposal and any agreement
reached as a result of this process.

19. AFFIRMATIVE ACTION

19.1

The City of Lincoln-Lancaster County Purchasing Division providesequal
opportunity for all bidders and encourages minority businesses and
women's business enterprises to participate in our bidding process.

20. LIVING WAGE

20.1

The bidders agree to pay all employees employed in the performance
of this contract, a base wage of not less than the City Living Wage per
section 2.81.010 of the Lincoln Municipal Code. This wage is subject
to change up or down every July.



